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Abstract: Large shares of renewable energy production in the electricity grid make grid expansion and new technologies nec-
essary. The unavailability of grid models to address upcoming research questions led to the development of open source grid
models. Our work contributes to establish the open_eGo model for grid simulations by validating its assumptions and results for
a rural region with high share of wind energy. In particular, assumptions on electrical parameters and the graph structure of the
model are compared to the grid owner’s model along with a validation of AC load flow results at the model boundaries. It was
found that the graph structure deviates in the degree of nodes and connection characteristic. These deviations are less exterior
nodes and a lower maximum degree of nodes as well as a higher number of parallel lines in the open_eGo model. The AC load
flow results differ slightly in active power and significantly in reactive power, but are more reliable than an aggregation of loads
and generation to the extra high voltage (EHV) nodes. Concluding, the open_eGo model has a limited usability for simulating,
understanding and optimising DSO grid operation but can enhance EHV-only analysis in large area contexts.
1 Introduction
The integration of large shares of renewable energy production due
to CO2 emission targets lead to more complex electricity grids and
make grid expansion necessary. In Germany, the planning of new
grid infrastructure is conducted by the four Transmission System
Operators (TSOs) and approved by the Federal Network Agency
for time horizons of 15-20 years. In and beyond these time frames,
researchers have identified various questions concerning the grid
infrastructure to be answered. These include the optimization of
energy supply mix and network expansion as well as the utilization
of storage and sector coupling technologies.
Research on these question requires grid models which are typ-
ically owned by TSOs and DSOs (Distribution System Operators)
and are not available to researchers. Consequently, researchers have
developed open source grid models derived from publicly available
data to approximate the real power grid [1–5]. Another approach to
make power grid models available to research are synthetic test cases
e.g. [6, 7]. First, statistical parameters are derived from analysis of
power grids in the USA. The algorithms creating the synthetic power
grid cases are designed to match the statistical parameters which are
also used as validation criteria. Both modeling approaches benefit
from improved reproducibility and greater quality by the possibility
of reuse compared to proprietary grid models [6, 8].
Available models partly include not only the extra high voltage
layer (EHV) but also the high voltage layer (HV) in an integrated
model. Modelling of the high voltage layer becomes increasingly
important with higher shares of renewables which are mainly con-
nected to lower grid levels than EHV [9, 10]. The high voltage grid
allows transit power flows which relieve the EHV grid but are not
contained in EHV-only models. The transit flows are calculated from
the difference between EHV line loadings in two approaches, first by
considering the HV grid and second by aggregating load and gener-
ation to the EHV nodes.
Although open source grid models are already used in various
works [9–13], they are not yet trusted throughout the field because
their assumptions and results are not validated exhaustively. Multi-
ple authors only compare basic network characteristics and visual
topology [1, 2, 10]. One publication uses AC load flow calculations
and validates identified lines congestions against network reinforce-
ment plans of the DSO [11].
In this perspective, our paper aims to validate the open source
model open_eGo against the proprietary model of the DSO for the
high voltage grid in a delimited region in north-west Germany. The
open_eGo model aims to approximate the existent power grid. It
is based on geographical information of electrical equipment avail-
able through open street map (OSM). The electrical characteristics
are based on literature parameters rather than throughout assessment
of the real power system (as done in [6]). In particular, basic and
advanced network characteristics as well as the deployed electric
parameters of both models are compared to check the OSM repre-
sentation and assumptions of the open_eGo model. The compared
variables are an available subset of the proposed variables by [7].
The validation process also uses system proportion variables on one
hand and system topology on the other hand. Further, the deviations
of AC load flow results between the open_eGo and DSO model are
determined and compared to the results of an aggregation of loads
and generation which is used in EHV-only models.
This paper contributes to the development of OSM based open
source grid models by validation of the general assumptions of the
open_eGo grid model. The results shall at best proof the usability of
the open_eGo model for different purposes e.g. as integrated EHV-
HV model or for simulation of grid operation on the HV level.
2 Methods and Data
The analysed grid model is part of the open_eGo project and hence-
forth denoted as open_eGo model. The project tries to develop an
integrated grid planning tool to approximate the German EHV and
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HV grid in an open source approach [14]. The assumptions and
methods to create the grid model are extensively described in [1].
The grid model consists of geographical information on operational
equipment such as lines, transformers and substations derived from
OSM data. For electric parameters, generalised values per voltage
level are assumed based on literature. Loads and generation time
series were calculated for the reference year 2011 and were spatially
allocated to the grid topology. There are three scenarios provided
which are "status quo" which is the current state as of 2016, ‘NEP
2035’ which employs the scenario B1 of the German network devel-
opment plan for 2035 and ‘eGo100 %’ which is a fully renewable
electrical energy system.
As reference, the DSO provided a grid model of his high voltage
grid. This model is used by the DSO for grid planning purposes. It
contains electric parameters of HV buses and lines but no geographi-
cal information. Loads and generation units are included aggregated
per technology comprising their power for a high wind infeed sce-
nario. Reactive power is modelled by means of a fixed power factor
of 0.975 for all generation units and reactive power infeed from MS
cable networks.
Our validation approach comprises the comparison of network
characteristics and load flow results. Hence, substation and line data
of the open_eGo model for the status quo scenario in version 0.4.5
was used [15]. The grid information was filtered to the relevant
region (see Figure 1) and converted to a PowerFactory model. The
region was chosen because of the availability of grid and residual
load data through the project enera which is placed in this region.
Due to its coastal location and the high wind potential, the region
has a high amount of installed renewable capacity, especially wind
of approx. 1.7 GW and others of approx 0.3 GW (values for 2016).
Most of the region is rural and the consumption is low, thus yearly
total renewable generation was 235 % of the total consumption in
2015 [16]. The high voltage grid in the assessed region contains three
ConnefordeEmden
Voslapp
Fig. 1: open_eGo grid model of the assessed region with HV lines
(grey), HV nodes (green), and connecting EHV nodes (red). The
EHV nodes Emden and Voslapp are connected to Conneforde via
220 kV lines.
nodes to the extra high voltage grid which are located in Conneforde,
Emden and Voslapp and named accordingly (see Figure 1). For sim-
plification, only these nodes are considered as connection to the grid
outside the region. Hence, no exterior connections on the HV level
are considered. Emden and Voslapp are connected via 220 kV lines
to Conneforde which is specified as slack bus. Transformer and line
parameters of the EHV level were chosen identical in both models.
2.1 Network characteristics
Basic parameters of the open_eGo grid model filtered for the
assessed region and the DSO model are listed in Table 1. The total
length of lines is quite similar, however the open_eGo data includes
a larger number of nodes, lines and cables. Further, it includes three
offshore cables with a total length of 182 km. The offshore cables in
the model region are connected to the EHV grid directly except for
one which is connected to the HV grid. This cable is not represented
explicitly in the DSO model as its reactive power is compensated
by a coil. Hence, the offshore cables in the open_eGo model are
neglected for the validation.
Table 1 Number of HV nodes and lines and length of lines of both models
including parallel lines.
Network element DSO open_eGo
Number
nodes 100 115
total lines and cables 121 236
lines 113 218
cables 8 15
offshore cables 0 3
Length in km
lines 634 682
cables 36 44
offshore cables 0 182
Additional to the basic characteristics, we compared the graph
structure of the DSO model and the open_eGo grid model with the
open source tool AutoGridComp [17, 18]. Applying the tool, distri-
butions of two different network criteria [19] were calculated for
the vertices vi and the links lij of the grid models. In this con-
text, vertices are the nodes of the grid models and links are unique
connections between two nodes. Hence, two parallel lines will be
interpreted as one link. The first criterion, the degree of a vertex vi,
is defined by the number of links lij that connect it to adjacent ver-
tices vi 6= vj . The second criterion, the betweenness centrality of a
link lij = i, j is defined by
bcij =
∑
vs 6=vi,vj 6=vt
σst(l)
σst
. (1)
Therein σst is the total number of shortest paths from vertex vs to
vertex vt and σst(l) is the subset of these shortest paths that passes
the link lij [20, 21]. In order to better compare different networks,
in this work we divide the betweenness centrality values by the total
number of shortest paths in each network:
bcij,normalised =
bcij
n(n− 1)/2 , (2)
where n is defined as the overall number of vertices in each network.
In the following, we only use the normalised betweenness centrality
and refer to it simply as betweenness centrality.
2.2 Electrical parameters
Table 2 shows the primary line constants of the HV lines and cables
used in both models. As the DSO model cannot be published, a range
of occurring values is given. The open_eGo primary line constants
lie mid-range of the DSO values for resistance (R’), inductance (L’)
and capacitance (C’). Conversely, the assumed cable values lie at the
border of the DSO value range and therefore rather badly represent
the existing cables. The nominal current (Inom) which is assumed for
cables is approx. twice as high as the maximum DSO value.
In the open_eGo dataset, transformers are characterised by their
nominal apparent power and short circuit voltage. The capacity is
inferred in such a way that no grid congestions can be expected in
these elements. The capacity is calculated by the greatest sum of line
capacities connected to one side (either low or high voltage side) of
the transformer [22]. These transformer capacities are unrealistically
high compared to literature values (e.g. [23]) and also the values
obtained from the respective TSO for the enera region. The high
apparent nominal power leads to lower reactance and impedance val-
ues. Provided that no real data is available, literature values instead
of the inferred values should be used for transformer parameters. For
the conducted simulations in PowerFactory, the transformers from
HV to EHV were given the same parameters in both models (see
Table 3).
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Table 2 Comparison of HV primary line constants (R’), inductance (L’) and
capacitance (C’) and nominal line current (Inom) between open_eGo and DSO
model for overhead lines (ol) and cables (c).
Model Type R’ in Ω/km L’ in mH/km C’ in µF/km Inom in kA
open_eGo ol 0.109 1.2 0.0095 1.364
DSO ol 0.048-0.226 0.862-1.452 0.0079-0.014 0.30-1.52
open_eGo c 0.0177 0.3 0.25 1.470
DSO c 0.029-0.119 0.196-0.956 0.14-0.29 0.36-0.76
Table 3 Transformer parameters used: short circuit voltage (Vsc), copper
losses (PCu), no load current (I0) and resistive iron losses PFe).
Voltage levels in kV Vsc in % PCu in kW I0 in % PFe in kW
110 - 220 15 250 0.12 90
110 - 380 15 755 0.12 144
2.3 Adjustments for AC load flow calculations
AC load flow models require more input data than DC or single
node models especially for reactive power and voltage behaviour
[2]. The relevant parameters for the reactive behaviour of lines and
transformers are already specified in the open_eGo model. Further,
adjustments for voltage control had to be made to the open_eGo
model. As both open_eGo and DSO model are simulated as balanced
AC load flow, identical automatic tap changers at the EHV-HV trans-
formers with a set point of 1.015 p.u. were introduced to harmonize
the reactive power results.
Load and generation are kept similar in both models to enable
comparison of differences in network characteristics. Instead of the
synthetic residual time series of the open_eGo data set, measured
residual time series of the year 2016 (01.01.2016 - 19.12.2016) in
15 minute resolution are used for active and reactive power. Addi-
tionally, constant loads of 115 MW, representing industrial loads, are
added to cover the whole range from generation surplus to load sur-
plus. However, identification of grid connection points of loads and
generation in the open_eGo model encountered difficulties. OSM
contains only few substation names which not necessarily corre-
spond to the DSO’s naming conventions. For 12 of 68 time series
no corresponding node was found, therefore they were connected
to geographically nearby nodes resulting in 36 nodes with load or
generation time series.
2.4 Summary of data sources and modifications
Table 4 summarizes the data sources used and modification made by
the author to the models. For the validation of the open ego model,
the respective DSO model was chosen as reference.
3 Results
We present a comparison of the network characteristics in
Section 3.1 and provide local topology examples to explain the
observed differences in Section 3.2. Further, the deviations of active
and reactive power from AC load flow results of the open_eGo model
are described in Section 3.3. Additionally, in Section 3.4, results of
model variations and the aggregation approach are given.
3.1 Network characteristic results
The results for the used network criteria are summarised in Table 5,
showing the maximum and average values, as well as in Figure 2,
showing the distributions of degree, normalised betweenness cen-
trality of links and line lengths. The maximum degree value in the
open_eGo model is 4, while in the DSO model there are also vertices
Table 4 Summary of data sources used and modifications made to the
network models.
open_ego DSO model
Network topology Public data [12] Proprietary data
(Table 1) (Except offshore cables)
HV-Line parameters Public data [12] Proprietary data
(Table 2)
HV-EHV Transformer Modified by author Proprietary data
rating based on [23]
common to both models
HV-EHV Transformer Modified by author
parameters (Table 3) based on [23]
Transmission lines Public data [12],
(slack definition) parameters [1]
Allocation of load Added by author based on
and generation buses substation naming
Load and generation Proprietary data
capacities, time series
having degree values of 5, 6 and 8. This also results in a 7% lower
average degree value in the open_eGo model than in the DSO model.
Furthermore, in the DSO model there are more vertices having a
degree of 1 while in the open_eGo model there are more vertices
having a degree of 2. As shown in Figure 2b, the median line length
(orange line) is 4.5 km in the DSO model, whereas it amounts to
0.77 km in the open_ego model. These difference can be explained
by the modelling of substations, as well as the connection of wind
farms to the grid, as described in Section 3.2.
Table 5 Comparison of network criteria of both models excluding parallel
links.
DSO model open_eGo
number of vertices 100 115
number of links 117 125
average link length in km 5.53 3.41
average degree 2.34 2.17
maximum degree 8 4
average betweenness centrality value for links 0.0609 0.0977
maximum betweenness centrality value for links 0.218 0.353
The average betweenness centrality value in the open_eGo grid
model is 60% higher than in the DSO model and the maximum
betweenness centrality is 62% higher. In Figure 2c a jump in the
cumulative betweenness centrality distribution can be observed at
bc ≈ 0.02 for the DSO model and 0.0174 for the open_eGo model.
All exterior links connecting vertices with degree 1 have such a
betweenness centrality value because all shortest paths pass the exte-
rior link that connect the exterior vertex with all other vertices in the
grid [17]. The share of links having such a betweenness centrality
value is higher in the DSO model, as it contains more exterior links,
as described in the following section.
3.2 Local topology examples
The analysis of network criteria reveals differences in degree, line
lengths and betweenness centrality between both models. For the
explanation of these differences, two topology examples are given.
The comparison of local topology is based on substation names. The
substation name set of open ego was matched to the name set of
the DSO. The first example in Figures 3a and 3b shows an exem-
plary substation (i) with a high degree value and the surrounding
grid topology in the DSO and open_eGo model respectively. In the
DSO model the node (i) has a degree value of 8 as parallel links
are only counted once. Among other connections, the node (i) is
directly connected to the nodes (ii), (iii) and (iv). Conversely, in the
open_eGo model there is one node lying in between. The observed
interjacent nodes lie in close proximity to node (i) and splits up lines
IET Research Journals, pp. 1–7
c© The Institution of Engineering and Technology 2015 3
2 4 6 8
Degree
0.00
0.05
0.10
0.15
0.20
0.25
0.30
0.35
0.40
P
ro
ba
bi
lit
y
DSO
open_eGo
(a)
DSO open_eGo
0
5
10
15
20
25
Li
ne
 le
ng
th
 / 
km
(b)
0.0 0.1 0.2 0.3
Normalised Betweenness centrality
0.0
0.2
0.4
0.6
0.8
1.0
C
um
ul
at
ed
 p
ro
ba
bi
lit
y
DSO
open_eGo
(c)
Fig. 2: (a) Degree. (b) Distribution of line lengths (Boxplot: orange line depicts median). (c) Normalised betweenness centrality of links.
into multiple shorter parts. This explains the lower line lengths and
higher number of lines in the open_eGo model. Further, the preva-
lence of parallel links connecting two nodes reduces the degree in
the open_eGo model.
The reason for more exterior nodes in the DSO model is shown
in the second topology example in Figures 3c and 3d. In the DSO
model, two three phase systems are operated separately between
node i and iii. One system is connecting the load and generation
node iv, while the other system connects the wind farm node ii. The
wind farm is only connected by a single link, because the contin-
gency criterium does not apply, making node ii an exterior node.
The junction of node ii to the system is represented by a node with-
out load or generation. Conversely, in the open_eGo model, the node
ii and its junction node are connected by two parallel links (1ab,
3ab). In comparison to the separate systems in the DSO model, the
parallel lines have more balanced loadings. Therefore, less overloads
occur in the open_eGo model making their correct detection hardly
possible.
3.3 AC load flow results
In this section, we compare the load flow results of the open_eGo
and the DSO model. Therefore, we consider active power (P), reac-
tive power (Q) and voltage (U) at the EHV nodes in Emden (EMDB),
Voslapp (VOSL) and Conneforde (CONN), as depicted in Figure 1.
The deviations of active and reactive power are analysed by using
the mean biased error (MBE) binned over the range of total active
power in Figure 4. For weighting of the binned error, the number of
samples per active power bin is given in Figure 5a. As passive sign
convention is used, negative active power denotes a surplus of gen-
eration while positive active power denotes a surplus of load within
the region. The mean voltage values of both models are displayed in
Figure 5b.
The total active power depicted in Figure 4a of the open_eGo
model fits the DSO model well with a maximum deviation of -
20 MW while the region has a large surplus of generation. While
active power fits well in Emden, it is lower in Conneforde and higher
in Voslapp in times of generation surplus and vice versa in times
of load surplus. Therefore, more power flows directly through the
EHV node in Conneforde than through Voslapp and the EHV line
CONN-VOSL. This result indicates that the impedance of the HV
grid between Conneforde and Voslapp is lower in the open_eGo grid
compared to the DSO model.
The reactive power error is negative in the open_eGo model for
each HV-EHV node (see Figure 4b). Hence, the total reactive power
error sums up to -90 to -50 MVar. The largest deviation is present
by the node in Voslapp. The deviations of the nodes in Emden
and Voslapp are nearly constant while the deviation in Conneforde
increases with higher negative power.
The deviation are caused by a smaller reactive power consump-
tion in the open_eGo model for lines and MV-HV transformers. As
the HV-EHV transformers are modelled equally, their reactive power
consumption is nearly the same for both models. In the following
section, open_eGo line parameters are applied to the DSO topology
to check if the reactive power deviations are caused by deviations in
the electrical parameters.
The course of total mean voltage of all HV nodes is comparable
in both models but the values of the DSO model are about 0.14 to
0.20 p.u. higher (see Figure 5b). The small deviations of voltages
show that the automatic tap changer settings at HV-EHV transformer
work as expected. The standard deviation between terminal voltages
are higher in the open_eGo model. Hence, a higher voltage drop
across the grid in the open_eGo model can be conducted.
3.4 Model variations and aggregation of loads and
generation
A comparison of mean absolute error (MAE) and mean biased error
(MBE) for variations of the presented model is shown in Figure 6.
For explanation of the reactive power deviations, first, the open_eGo
line parameters were applied to the topology of the DSO model.
The resulting errors of this variation are very small (see Figure 6).
Therefore, rather differences in line loadings caused by the paral-
lel topology in the open_eGo model are responsible for the reactive
power deviations.
In the second model variation, the offshore cables are considered
in the open_eGo model. This variation introduces an even larger
error in terms of reactive power due to the capacitive loading of the
cables (see Figure 6). In reality, reactive power compensation would
be done by static compensators or the connected wind parks, but
these components are not included in open_eGo. However, the com-
parison is done between two models and the errors in reactive power
are not weighted as high as active power, as even a match between
DSO model and measured values is hard to achieve [24].
Further, the model results are compared to an aggregation of loads
and generation to the nearest EHV node, neglecting the HV grid.
The aggregation is implemented to classify the model performance
of the open_eGo model. Hence, load and generation time series are
allocated to the nearest EHV node with regard to shortest line length
using a Dijkstra algorithm as suggested by [9]. The resulting MAE
of active power is higher for the aggregation than for all grid model
approaches (see Figure 6). While the MAE of total active power is
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Fig. 3: Grid topology examples: Node with highest degree in DSO model (a) and corresponding node in open_eGo model (b); exemplary
connection of a wind farm in DSO model (c) and open_eGo model (d) consisting of five nodes (i-iv) where the fifth node has no load or
generation and five links (1-5) where ab denotes two parallel links.
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Fig. 4: Mean biased error and standard deviation for (a) active
power and (b) reactive power and binned over the range of active
power in the DSO model. The totals of active and reactive power are
calculated as the sum of values at all HV-EHV transformers.
only 20 MW due to neglected losses, a wrong split of power flow
is obtained for the EHV nodes in Emden and Conneforde. In terms
of reactive power, there are high errors because the reactive power
requirements from grid components e.g. lines and transformers are
not represented by this approach.
The EHV line currents were calculated for both models and for
the aggregation approach and are shown in Figure 7. The aggrega-
tion method will lead to higher maximum EHV line currents unlike
the open_eGo model which represents maximum line currents well.
Only in case of the line CONN-VOSL, the open_eGo model leads to
a false higher minimum line current which is caused by the constant
reactive power deviation in times of low loading.
4 Discussion
The open_eGo model for the high voltage grid in a delimited region
was validated against the respective proprietary DSO model. The
−1200 −1000 −800 −600 −400 −200 0 200 400
Total active power DSO model / MW
0
1000
2000
3000
4000
5000
N
um
be
r o
f s
am
pl
es
 p
er
 b
in
(a)
−1200 −1000 −800 −600 −400 −200 0 200
Total active power DSO model / MW
1.000
1.005
1.010
1.015
1.020
1.025
M
od
el
 v
al
ue
s 
of
 U
 / 
p.
u. DSO
open_eGo
(b)
Fig. 5: (a) Number of samples per bin of total active power of the
DSO model. (b)Mean and standard deviation of voltage at HV nodes
of both models dependent on total active power.
results show, that the open_eGo model is not suitable for the simu-
lation of grid operation on the HV level. Reasons are partly wrong
representation of grid topology, missing control devices and knowl-
edge of control schemes. Hence, the local results of the models could
not be compared to each other and therefore results of the open_eGo
model cannot be used to reproduce and understand DSO grid oper-
ation and interventions. Regarding the topology validation based on
network criteria, deviations are caused by different modelling of sub-
stations and connections of wind farms to the grid. The high number
of parallel lines in the open_eGo model leads to more balanced HV
line loadings. Hence, the resulting lower line loading influences reac-
tive power consumption and hinders congestion analysis with the
model. Reason for the wrongly mapped lines are missing OSM data
about connections, switches and other equipment in substations as
already stated by [2, 10, 11]. An approach to improve electric con-
nections would be to use a rule set as proposed by [10] where no
relations are provided by OSM. In general, improvement of open
source models requires further knowledge sharing by the grid opera-
tors on their usage of usual equipment, switching states and electrical
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Fig. 7: Boxplot of EHV line currents in both models and aggregation
method.
connections.
The deviations found for active and reactive power at the EHV
nodes are acceptable, consequently the open_eGo model can be used
to complement an EHV-only model. Though, the model differences
leading to the found deviations could not be clearly identified. No
references for the AC results and interpretation can be given due to
few open grid model validation approaches which consist mainly of
comparing basic network characteristics and visual topology com-
parisons [1, 2, 10]. AC load flow calculations on a 110 kV grid in
Schleswig-Holstein, Germany were conducted in [11] although the
only validation was to compare the found congested lines with cur-
rent network reinforcement planning of the DSO.
The found EHV line currents of the open_eGo model are lower
compared to the aggregation of residual loads and fit the DSO model
better. Effects of the integration of HV into EHV grid models were
also studied in [9, 10, 12] leading to a decrease of EHV line load-
ing due to transit flows through the HV grid. Despite this positive
effect, overall negative effects were anticipated in [9] due to more
grid restrictions in the HV grid by transit flows. In general, the con-
sideration of the HV grid in EHV grid analysis, even in form of an
open source model, yields more reliable results than the use of an
aggregation approach.
This work is limited by the DSO model region which was avail-
able for validation. The region is rural with low electricity demand
and high renewable energy production. Therefore no problems of
bad representation due to missing cables in urban areas [10] were
encountered. The open_eGo parameters of lines fit well to the DSO
parameters in this region while HV-EHV transformer rating and
therefore reactance were too high. Especially, reactive power con-
sumption of cables can introduce large errors into the model and
should therefore be checked. For further validation approaches, the
authors suggest to use regions with different characteristics. Resid-
ual time series of the open_eGo model were not validated because
measured time series including reactive power were available.
5 Conclusion
In summary, the conducted validation showed that the open_eGo
grid model is not yet fit for simulation of grid operation on the HV
level. Local analysis like the detection of HV line congestions is
likely erroneous and should be compared to supplementary informa-
tion e.g. network extension plans of the relevant DSO. To enhance
open_eGo for this purpose, the network derivation from OSM data
has to be improved, for example by connection rule sets for lines.
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Further, assumptions for cables and transformers should be validated
as their parameters had large deviations from the grid equipment
in the assessed region. Additionally, the grid model lacks control
devices and the simulation has to be supplemented with control
schemes. The data and assumptions which are required to obtain suf-
ficiently precise results with open source models should be subject
to further research. However, the validation also showed, that the
open_eGo grid model enhances EHV grid analysis compared to the
aggregation of loads and generation.
6 Acknowledgments
The project enera is funded by the Federal Ministry for Economic
Affairs and Energy (BMWi, grant no. 03SIN317). Further, the
authors thank the German Meteorological Service (DWD) for wind
speed analysis data of the COSMO-DE model, EWE NETZ GmbH
for the provision of the residual load time series and Avacon Netz
GmbH for the provision of their grid model. They thank especially
Axel Möller for helpful discussions and support with questions.
7 References
1 U. P. Müller, L. Wienholt, D. Kleinhans et al. The ego grid model: An open source
approach towards a model of german high and extra-high voltage power grids. In
Journal of Physics: Conference Series, volume 977, page 012003. IOP Publishing,
2018.
2 W. Medjroubi, U. P. Müller, M. Scharf, C. Matke and D. Kleinhans. Open data in
power grid modelling: new approaches towards transparent grid models. Energy
Reports, 3:14–21, 2017.
3 W. Medjroubi and T. Vogt. Open source data and models for a sustainable power
grid modelling and analysis. In 1st International Conference on Large-Scale Grid
Integration of Renewable Energy, New Delhi, India, 2017.
4 J. Amme, G. Pleßmann, J. Bühler, L. Hülk, E. Kötter and P. Schwaegerl. The eGo
grid model: An open-source and open-data based synthetic medium-voltage grid
model for distribution power supply systems. In Journal of Physics: Conference
Series, volume 977, page 012007. IOP Publishing, 2018.
5 L. Vanfretti, S. H. Olsen, V. N. Arava et al. An open data repository and a data pro-
cessing software toolset of an equivalent nordic grid model matched to historical
electricity market data. Data in brief, 11:349–357, 2017.
6 A. B. Birchfield, T. Xu, K. M. Gegner, K. S. Shetye and T. J. Overbye. Grid
structural characteristics as validation criteria for synthetic networks. IEEE
Transactions on Power Systems, 32(4):3258–3265, 2017.
7 A. Birchfield, E. Schweitzer, M. Athari et al. A metric-based validation process to
assess the realism of synthetic power grids. Energies, 10(8):1233, aug 2017.
8 F. Wiese, I. Schlecht, W.-D. Bunke et al. Open power system data–frictionless data
for electricity system modelling. Applied Energy, 236:401–409, 2019.
9 U. P. Müller, L. Wienholt and I. Cussmann. The role of the high voltage power
level in future power systems and their modelling. In Proc. Int. Conf. Smart Energy
Systems and Technologies (SEST), pages 1–6, September 2018.
10 A. Hoffrichter, H. Barrios, J. Massmann, B. Venkataramanachar and A. Schnettler.
Impact of Considering 110 kV Grid Structures on the Congestion Management in
the German Transmission Grid. In Journal of Physics: Conference Series, volume
977, page 012004. IOP Publishing, 2018.
11 U. P. Müller, I. Cussmann, C. Wingenbach and J. Wendiggensen. AC Power Flow
Simulations within an Open Data Model of a High Voltage Grid. In Advances and
New Trends in Environmental Informatics, pages 181–193. Springer, 2017.
12 T. Van Leeuwen, S. Dierkes, L. Verheggen, H. Schuster, F. Köhne and A. Moser.
Ermittlung von Transitflüssen im Hochspannungsnetz durch mehrere Verknüp-
fungspunkte mit dem Übertragungsnetz. In 13. Symposium Energieinnovation
Vienna, Austria12.-14.2, 2014.
13 J. Bartels, W. Heitkötter and W. Medjroubi. Computational efficient Integration of
Flexibility Options in Large Scale Energy System Models. In Proceedings of the
Ninth International Conference on Future Energy Systems, pages 378–379. ACM,
2018.
14 Open_eGo project website https://openegoproject.wordpress.com/, code repos-
itory https://github.com/openego and dataset https://openenergy-platform.org/.
Accessed on 2019-07-10.
15 The OpenEnergy Platform. Files ego_pf_hv_line and ego_pf_hv_bus.
https://openenergy-platform.org/dataedit/view/grid. Accessed on 2019-07-10.
16 A. Schönrock. Bilanzielle Quote der EE-Erzeugung im enera Gebiet (Projektin-
tern), Share of renewable consumption in the enera region (project-internal), EWE
Netz GmbH. 2016.
17 W. Heitkoetter, W. Medjroubi, T. Vogt and C. Agert. Comparison of Open Source
Power Grid Models – Combining a Mathematical, Visual and Electrical Analysis
in an Open Source Tool. Energies, 12(24):4728, 2019.
18 W. Heitkoetter. Autogridcomp repository. https://github.com/wheitkoetter/Auto
GridComp. Last accessed on 2020-01-13.
19 M. Newman. Networks: an introduction. 2010. United Slates: Oxford University
Press Inc., New York, pages 1–2, 2010.
20 L. Lu and M. Zhang. Edge Betweenness Centrality, pages 647–648. Springer New
York, 2013.
21 C. Matke, W. Medjroubi, D. Kleinhans and S. Sager. Structure Analysis of the Ger-
man Transmission Network Using the Open Source Model SciGRID. In Advances
in Energy System Optimization. Proceedings of the first International Symposium
on Energy System Optimization (ISESO 2015), pages 177–188, 2017.
22 Reiner Lemoine Institut, Zentrum für Nachhaltige Energiesysteme Hochschule
Flensburg, Otto von Guericke Universität Magdeburg and DLR Institute of Net-
worked Energy Systems. The eGo tool. https://openego.readthedocs.
io/en/dev/welcome.html, 2018. open_eGo-Team Revision 0edfd4e9.
23 D. Oeding and B. R. Oswald. Transformatoren. In Elektrische Kraftwerke und
Netze, pages 219–258. Springer, 2012.
24 A. Möller. Explanation of the provided Avacon HV grid model. Personal
communication 2018-09-19, 2018.
IET Research Journals, pp. 1–7
c© The Institution of Engineering and Technology 2015 7
